Inspectorate America
33 Rigby Road
South Portland, Maine 04108
(207767-1711

Vessel FAITHFUL - Port ~ 'PORTSMOUTH,NH - Report ~ PLO5-724
Customer  SPRAGUE ENERGY " Date December 27, 2005 ; Ref.No, = 0.0
Operation  ANALYSIS Terminal SPRAGUE GOSLING ROAD - Sample # 32646
Material being tested #6 FUEL OEL(2.0%)
Description of sampie source SHORE TANK 1
Samples Drawn by (company) INSPECTORATE AMERICA
Samples Tested by (company) INSPECTORATE AMERICA
Tests being Performed Test method Minimum Maximum Sample Result
APl Gravity @60/F D-4052 161 98
Sulphur, %wt D-4294 2.00 2.01
Viscaosity, CST @ 50C D-445 504
Viscosity, SSF @ 122F D-445/2161 238
Water by Distitlation, Vol % D-95 0.05
Sediment by Extraction, Wt % D-473 0.05
Water & Sediment, Vol % D-1796 0.05
Flash PYF D93 B 189
Ash, %wt D-482 0.018
Vanadium, ppm IP-470 57
Sodium, ppm IP-470 10
Nitrogen, Wt % D-5762 0.3718
Heat Of Combustion, Per Pound D-240 18217
Heat Of Combustion, Per Gallon Conversion 1562148
Asphaltenes, Wt % 1P-143 4.1
Carbon Residue, % wt D-4530 12.9
Pour Point,F D-97 15.8
Sulphur, %wt D-4294
UPPER tag # 038893 2.01
MIDDLE tag# 039894 2.0
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REPRESENTING THE SPECFICATIONS OF THE FRODUCT AT THE SPRAGUE
TERMINAL IN TANK ON THE DATE OF INSPECTION NOTEC ON THE CERTIFICATE]
THIS ANALYSIS IS PROVIDED TO THE CUSTOMER FOR THE PURPOSE OF
ESTABLISHING THE INDEPENDENTLY VERIFIED PRODUCT SPECIFICATION ON
A COMPOSITE BASIS IN SPRAGUE'S TERMINAL SHORE TANK AS NOTED ON THE
CERTIFICATE. THE INSPECTION REPORT IS NOT T0 BE USED FOR ANY OTHER
PURPOSE. SPRAGUE DISCLAIMS ANY LIABILITY FOR THE PRODUCT AFTER DELIVERY
BY SPRAGUE TO CUSTOMER. SPRAGUE DISCLAIMS ANY WARRANTY OF
MEHCHANTABILITY OR FITNESS FOR AN INTENDED USE EXCEPT AS MAY 8E SPECIFICALLY
SET FORTH 1 WRITING By ANY CONTRACT.ORIYESUIC e A B BT -G LA

AND A BUYER OF PRODUCT. SPRAGUE ASSUMES NO LABILITY FOR CLAIMS OF LOSSES
THAT MAY ARISE FROM CUSTOMER'S USE OF THIS INSPECTION AEPORT/ANALYSIS. DAVID CAWOOD
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